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 The main of this paper is to provide optimal control of a state microgrid 
system. The proposed configuration composes of renewable generation 
systems such as solar photovoltaic systems and wind turbine generator with a 
Diesel Engine Generator and Fuel-Cell. An Aqua electrolyzer and other 
energy storage systems such as battery and flywheel are also used in the 
proposed microgrid. A standard PID (Proportional Integral Derivative) 
controller scheme is introduced whose its parameters are determined using 
different optimizations algorithm such as Algorithm Genetic, Particle Swarm 
Optimization, and Krill Herd algorithm for minimizing frequency and power 
deviations, in order to enhance the operation of this system. The PID 
controller gains are optimized by resolving an objective function. The 
simulation results are shown, and given that the Krill Herd algorithm 
improves the performance of the system in comparison with GA and PSO 
based on PID. The efficiency of the system is improved.   
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Nowadays, the energy demand increases, coupled to the growth of consumption the rising of the 
greenhouse effect, has moved the world to the integration of Renewable energy technologies such as solar 
and wind system with other conventional energy sources [1]. The penetration of the RESs has been increased 
and had many advantages for the electrification of rural zones. 
The big challenge in the hybrid energy system is the frequency and power controls, which have 
taken great importance in the microgrid operation and control in order to improve the sufficiency, reliability, 
and quality of power [2]. To obtain a system totally autonomous a stand-alone hybrid energy sources with 
storage energy systems are proposed. 
Both component hybrid system and strategy control are usually used to regulate the frequency and 
power deviation in a linear model of Microgrid. Using renewable generation sources in a hybrid system to 
produce electricity has been accepted as the most economical and environment-friendly method. The hybrid 
power system requires more adequate control design to ensure its ability to reduce the imbalance between 
generated powers and demand [3-4]. The produced powers from the renewable sources are stochastic, 
intermittent and based on the climate conditions which might cause the unbalance between the power 
demand and the total power. On the other hand, using storage devices like the battery and flywheel is an 
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efficient tool for improving the performance and stability of the MG systems and demining the unbalance of 
powers. This method can also enhance the power quality and mitigate the fluctuations of Microgrid 
frequency. That is making the storage devices one of the most important components of the microgrid. 
Flywheel Energy Storage device is useful in many industrial system due to its power density and efficiency 
to store and release power while short periods. 
The proposed stand-alone hybrid power system consists of solar photovoltaic (PV), wind turbine 
generator (WTG), Fuel-Cell (FC), Diesel Engine Generator (DEG), Aqua Electrolyzer (AE) Battery Energy 
Storage System and Flywheel Energy Storage System as reported in [5]. The existence of the storage devices 
such as BESS and FESS is vital in the MG for storage the excessive power from renewable sources, if there 
is still surplus power; it is absorbed by the aqua electrolyzer for generating hydrogen which is stored in the 
hydrogen tank for it to be used by Fuel Cells as fuel. When the generated power from these renewable 
sources increases over the load power, the surplus is stored by energy Storage System and later discharged to 
load when it is required. Wind, solar, fuel cells, and diesel generator systems are the most distributed 
generation resources that are used in the Microgrid system. The FC and DEG are used as second-generation 
sources with energy storage systems like the Battery and the Flywheel to compensate for the slower response 
of DEG and FC. Many research towards designing a control strategy for hybrid energy system control using 
the standard PID controller as in [6-7] where the genetic algorithm optimizes the PI/PID controller in the 
hybrid energy system is discussed and robust H∞ controller for hybrid energy system is reported in [3]. Some 
works about the control design of the microgrid energy system have been accomplished like in [8-14]. 
Fractional Order PID controller, Fractional Order Fuzzy Controller, and Fuzzy PID controller are used for 
frequency control in hybrid energy systems like in [15-17] respectively. 
In order to show and enhance the  performances the PID controller which is not be employed in the 
same proposed microgrid configuration and due to the complexity of the control schemes used in the 
literature, this paper contributes to apply the classical PID controller based optimization techniques because 
of its simplicity, ease of implementation and low simulation time tuning. The present paper investigates an 
optimal controller in order to eliminate the power and frequency fluctuations in the proposed system 
configuration, which will mitigate power unbalance between the power generation and the load power. Also, 
it addresses the design of PID controller whose gains being optimized by three different optimization 
algorithms. These metaheuristics optimization methods have been largely applied to solving many complex 
problems. They are considered to be more effective techniques that have been applied in different kinds of 
structural engineering issues where conventional iterative methods fail or perform poorly. 
Any PID controller gains need to be optimized in order to regulate the microgrid frequency and 
power deviations.  It was decided to use meta-heuristic algorithms to find several possible parameter settings 
of the PID controller. The results are compared. There are various optimization techniques for tuning the PID 
controller parameters among which the Genetic Algorithm, the Particle Swarm optimization algorithm, and 
Krill Herd are proposed. Basics of GA, PSO, and KH are illustrated in literature as in [18-20]. GA is slower 
to find the optimal performances against the system uncertainties. PSO has been considered to be robust to 
solve continuous and non-linear optimization problems. In the literature; there is not enough study about the 
use of Krill Herd in the field of the hybrid energy system which leads to applying this technique to improve 
the system performance. In this paper, the comparative performance between these three optimization 
techniques has been reported through optimizing PID controller parameters in order to show the advantage of 
the proposed methods.  
The rest of this paper is classified as follows: In Section 2, the model of proposed system and the 
modeling of its different components are described. In Section 3, the PID controller shame and objective 
function are explained. Section 4 shows the different optimization methods used in this paper. The simulation 
results and analysis are summarized in Section 5. Also in section 5, the potential impacts of energy storage 
systems on power balancing and frequency stabilization of the proposed hybrid energy system are addressed. 
Finally, our work was finished with a conclusion presented in section 6. 
 
 
2. HYBRID POWER SYSTEM 
The proposed configuration of the hybrid energy system with energy storage is shown in Figure 1. 
The renewable energy sources have intermittent nature which causes disturbances in Microgrid and affects its 
stability. Solar power has stochastic nature and depends on the environmental conditions over time instant. 
For this, a control strategy is necessary to eliminate the fluctuations in power deviation. To make the system 
stable some reliable sources are added, generally, a diesel generator and fuel cell are used. Some storage 
system is employed. The hybrid energy system composes of different DERs, i.e., PV panel, wind turbines 
(WT), FC, AE, and an ESS. These storage devices systems such as Battery and Flywheel are employed to 
compensate for the power shortage within the microgrid, principally in the islanded mode when there is an 
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unbalance between load power demand generated powers. The parameters of different components of the 
proposed hybrid system are presented in Table 1.  Wind generation and photovoltaic schemes are considered 
the economic and viable solution for microgrid electrical power generation.  In the proposed system the PID 
controller is implanted for regulated frequency system deviation. The PID controller parameters are 
determined through an objective function which is resolved using three optimization technique such as GA, 
PSO, and KH. A brief description of various system components is elaborated below. 
 
 
Table.1 Parameters of the hybrid energy system 
Component Gain (K)  Time constant (T) 
Wind Turbine Generator  KWTG = 1 TWTG = 1.5 
Photovoltaic Generator    KSPV = 1 TPV = 1.8 
Fuel Cell (FC)  KFC = 0.01 TFC = 4 
Diesel Engine Generator KDEG = 0.003 TDEG = 2 
Battery Energy Storage System KBESS = −0.003 TBESS = 0.1 
Flywheel Energy Storage System  KFESS = −0.01 TFESS = 0.1 
Aqua Electrolyser (AE)  KAE = 0.002 
Kn = 0.6 




Figure 1. Schematic of hybrid system generation with the storage devices 
 
2.1. Wind Turbine Generator model  
The Wind Turbine Generator output power changes according to the weather conditions. The 
transfer function of the WTG is represented in the first-order as given bellow [21-22]. 
GWTG =  
KWTG




                                                                                                                      (1) 
2.2. Photovoltaic Generation System  
A Photovoltaic system is composed of number of cells that are connected together in a way to 
produce direct current and voltage.  It is modeled by the first-order transfer function [21-22]. 
 
𝐺𝑊𝑇𝐺 =  
𝐾𝑃𝑉




                                                                                                                      (2) 
2.3. Fuel Cell power generation model  
The fuel cell system device is considered as an important source of energy whole its principle is to 
convert the hydrogen into electricity based on chemical reaction. It plays an efficient role in the hybrid 
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energy system for its pollution reduction, high performance, and flexible modular structure [5]. The model of 
the Fuel Cell system is presented by a first-order transfer function as fellow [21-22]. 
GFC =  
KFC
1 + s. TFC
                                                                                                                                             (3) 
Where KFC and TFC present the gain and time constant of the Fuel Cell model. 
2.4. Diesel Engine Generator Model 
DEG is a conventional source of energy widely used to produce electricity as a backup to supply the 
power deficiency of the hybrid energy system. It works autonomously to supply balance condition between 
generation power from the wind and solar system and the load demand. 
  The DEG can be given presented by a simple transfer function order [21-22]. 
 
GDEG =  
KDEG




                                                                                                                     (4) 
Where is, KDEG the gain constant and TDEG is the time constant. 
2.5. Aqua Electrolyser  
An aqua electrolyzer is widely used to produce hydrogen and from the water. It absorbs a part of the 
power from wind turbine generators and photovoltaic generator to generate hydrogen used by the FC 
system.It may be modeled using a transfer function in first order [21-22]. 
GAE =  
KAE
1 + s. TAE
                                                                                                                                             (5) 
Where KAE and TAE are gain and time constant of aqua-electrolyzer.  
2.6. Power, frequency deviations and control strategy 
To maintain the microgrid system stable, the power fluctuation must be controlled. The system 







D + M. s
                                                                                                                                  (6) 
 
2.7. Models of Energy Storage Systems 
Energy storage devices play an efficient role in the hybrid energy system in order to absorb the 
surplus power from renewable energy sources and release to loads if the deficit amount of power. The BESS 
is slower to charge and discharge; its time constant is limited. On the other hand FESS stores mechanical 
energy in a rotating flywheel rotor and retrieves it an electrical form. It can supply high power in a short time. 
The transfer functions of the BESS and FESS can be presented by a first-order transfer function as bellow 
[21-22]. 
GBESS =  
KBESS
1 + s. TBESS
                                                                                                                                      (7) 
GFESS =  
KFESS
1 + s. TFESS
                                                                                                                                       (8) 
Where KBESS and KFESS are the gain constants, TBESS and TFESSare time constants, of BESS and FESS 
respectively. 
 
2.8. The stochastic model of the generated power and load 
 Small random fluctuations and critical deviation of solar power generation, wind power generation 
and load demand strength can be expressed as follow (9) [10]. 
P = (
φ. η. √β. (1 − G(s)) + β
β
) . Γ = Γ. χ                                                                                                   (9) 
Where 𝜑 is the stochastic component of the power, 𝑃 represents the wind or solar and load powers, 
𝛽 presents the mean value of the power, 𝜂 is a constant normalizes the generated or demand powers (χ) 
constant to correspondence per unit (p.u.) level, and Γ is time-dependent switching signal with a gain causes 
sudden fluctuation of the average value for stochastic power [10]. For the wind power generation, the 
parameters of (9) are: 
φ~U(−1,1), η = 0.8, β = 10, G(s) =
1
104. s + 1
 
And   Γ = 0.24h(t) − 0.04h(t − 140)                                                                                                      (10) 
Where h(t) is the Heaviside step function.  
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For the solar power generation, the parameters of (9) are: 
φ~U(−1,1), η = 0.9, β = 10, G(s) =
1
104. s + 1
 
And  Γ = 0.05h(t) + 0.02h(t − 180)                                                                                                      (11) 
              
For the demand load, the parameters of (9) are: 
 
φ~U(−1,1), η = 0.8, β = 10, 
G(s) =
300
300. s + 1
+
1
1800. s + 1
 
φ~U(−1,1), η = 0.8, β = 10, G(s) =
300
300. s + 1
+
1





[0.9. h(t) + 0.03. h(t − 110) + 0.03. h(t − 130) +
         0.03. h(t − 150) − 0.15h(t − 170) + 0.1. h(t − 190)] + 0.02. h(t) 








Figure 2. Stochastic  generated power from wind speed  and solar radiation and load demand 
 
Figure 2 shows the stochastic model of generated power from solar and the wind with the load power 
which is used in this study. It can be observed that these powers are independent of the controller. 
 
3. PID CONTROLLER AND OBJECTIVE FUNCTION  
A standard PID control scheme is the most simple often type of control used today in the industry. 
PID controller is extensively introduced in the industries process due to its simplicity and implementation 
facility. Many systems use the PID controller to have proved satisfactory. It is widely implemented for many 
applications in industrial control. 
 PID controller has been found enough to enhance the stability of the industrial system. Its transfer 
function is often written in the “parallel form” or in the “ideal form” given by (13) [22]. 
𝐺(𝑠) = 𝐾𝑃 + 𝐾𝐼 
1
𝑠
+ 𝐾𝐷 . 𝑠                                                                                                                            (13) 
𝐺(𝑠) = 𝐾𝑃 (1 +
1
𝑠.𝑇𝐼
+ 𝑇𝐷 . 𝑠)                                                                                                                        (14)                        
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Where, 𝐾𝑃, 𝐾𝐼 and  𝐾𝐷 proportional, integral and derivative gains respectively, TI the integral time 
constant and, TD the derivative time constant.  
PID control has action control; Proportional, Integral, and Derivative control. 
 
Figure 3.  Block of PID controller model 
 
-The proportional action adds an overall control action to the error signal. 
-The integral action eliminates the steady-state errors using low-frequency compensation by an integrator. 
-The derivative action enhances the transient response by high-frequency compensation of differentiators.   
For the effective function of a microgrid, the controller gains need to be optimized. For determining 
the controller parameters, the objective function in (15) is considered. The integral square of two weighted 
terms, for minimizing the frequency deviation in the Microgrid system (𝛥𝑓), as well as the incremental 
control signal (𝛥𝑢) is considered as an objective function in the present study [ 10-16]. 






]dt                                                                                                  (15) 
 
Where w represents the importance of Integral square error (ISE) of frequency deviation and the 
Integral of Squared Deviation of Control Signal, it is taken as0.7. 𝐾𝑛 = 104 is the normalizing constant of 
the proposed objective function.  
 
Figure 4. Objective function model in Simulink 
 
This objective function is implemented to calculate the optimal parameters of PID controllers. 
However, the main objective of the present study is to compare the competence of various optimization 
techniques in order to find the optimal PID controller parameters which giving the minimum frequency and 
power deviation.  
 
4. META-HEURISTIC ALGORITHMS 
Metaheuristics optimization algorithms have been largely used in various areas for solving 
complexes optimization problems. The main category of metaheuristics algorithm is the bio-inspired. In this 
section, three different algorithms such as Particle Swarm Optimization, Genetic Algorithm, and Krill Herd 
are used for PID controller optimization-based frequency and power deviation in hybrid energy systems [23]. 
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4.1. Particle Swarm Optimization 
Particle Swarm Optimization is an optimization method that was expended by Eberhart and Kennedy, 
inspired by fish schooling and the social behavior simulation.  PSO has been employed to resolve various 
optimization problems [24]. This algorithm begins with an initial population (Swarm) of random solution 
(particles) and a random velocity and random position are initialized [16-19]. Each particle in this population 
represents set of unknown variables to be determined. The swarm composes of N particles moving across a 
D-dimensional search space. The best position of the particles is considered as a possible solution of the 
considered optimization problem and the velocity of this particle corresponds to the quality or fitness of the 
associated solution. 
The PSO algorithm steps are explained as follows: [24]. 
1. A random velocity and random position for the population of particle are initialized in D-dimensions 
search space of the problem. 
2. Evaluate the fitness function of each parameter, 
3. Compare the present value of fitness function to its best previous value. When the current value is better, 
then take the best previous position equal to the current position. 
4. Identify the particle in the neighbourhood to the best fitness so far, and the current position. 
5. Changing the velocity and the position of the particle in accord with the currents velocity and position. 
6. Return to step 2 until a criterion is achieved or end of iterations. 
The weighting/inertia factor is added to the velocity equation in order to control the trade-off between the 
global and local exploration abilities [24]. The standard flowchart of the Particle Swarm Optimization 
algorithm is displayed in Figure 5 as follows. 
 
Initialize PSO Parameters randomly
Start
Stop
Evaluate obj- function J
All iterations 
are done
Get global solution of Kp,Ki,Kd
Evaluate obj-function of each particle
Compare Local, Global solution of Kp, 
Ki, Kd
Update velocity and Swarm position
           Yes




Figure 5. Standard flowchart of PSO 
4.2. Genetic Algorithm 
The GA is an optimization technique based on natural selection and mechanisms of genetic. GA operates 
with three fundamental operators: reproduction, crossover, and mutation. These operators present the 
principal part of GA to determine the optimal solution to the optimization problem. For creating a new 
generation, GA calculates the fitness function of each member of the current population. The parents are 
selected according to their fitness function. Highly appropriate individuals have a higher probability to be 
selected for producing the next generation. The new selected individuals are then improved by the application 
of three basic operators i.e., Selection, Crossover, and Mutation [17, 25-26]. The algorithm is started by 
creating of a random initial population. 
 A fitness or objective function is calculated to reflect the goodness of each member of the population [8, 
10, 15]. These encoded chromosomes mutate with crossover and a new generation is produced. The 
chromosome presents a set solution for the objective function. 
 The fitness function of the new solution is calculated and compared with its previous value. This process 
repeats for a fixed iteration number. The algorithm is run for many generations and stops when one of the 
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stopping criteria is met. The GA is a gradient-free method which has the flexibility to be used for a different 
kind of optimization issues [27]. 
 
4.3. Krill Herd algorithm 
The new optimization method, so-called krill herd (KH) algorithm according to simulating the Krill 
individuals herding behaviour in Krill herd using for resolving complicated optimization problems was 
developed by Gandomi and Alavi (2012) [28-29]. The minimum distance taken by the Krill from its food and 
the density of here is the objective of the movement. This Algorithm is considered as a metaheuristics 
optimization technique. The objective function of the krill motion is mostly influenced by the herd density 
and the distances of each krill individual from food.  The time position of a Krill individual is determined 
according to the movement made by other Krill, the foraging activity and the random diffusion. 
These individual krill move toward the best position to the highest density and food. Krill individuals try 
to maintain high densities and shift toward the best solution. It is recognized that an optimization algorithm 
should be able to search spaces of arbitrary dimensionality. It can be formulated over time and for N-
dimensional space, using the following Lagrangian model [30-31]. 
dXi
dt
= Ni + Fi + Di                                                                                                                                        (16) 
 Where Ni is the motion induced by other Krill individuals, Fi is the foraging motion and Di is the physical 
diffusion of the ith Krill individual.  
The direction of Ni which is called ˛i is influenced by local density and position of the best krill. Ni is 
calculated with the following formula:  
Ni
new = Nmaxαi + ωnN
old                                                                                                                           (17) 
Where 𝑁𝑚𝑎𝑥  is the maximum induced speed, and   𝛼𝑖 is defined as: 
αi = α
local + αtarget                                                                                                                                       (18) 
  𝜔𝑛 is the inertia weight of the motion induced in the range [0, 1], 𝑁
𝑜𝑙𝑑 is the last motion-induced, 𝛼𝑙𝑜𝑐𝑎𝑙  is 
the local effect provided by the neighbors and 𝛼𝑡𝑎𝑟𝑔𝑒𝑡 is the target direction effect provided by the best krill 
individuals. 
The Krill Herd Algorithm process can be presented in the flowchart shown in Figure 6 as bellow. Further 
details about the Krill Herd optimization technique can be found in the literature as in [32]. The Krill Herd 
algorithm is a bio-inspired and swarm-based algorithm that is able to solve many complex optimization 
problems and outperform other metaheuristics algorithms [19]. The KH algorithm can closely simulate the 
krill herding behaviour, and the values of these coefficients were determined using empirical studies in the 


























Figure 6. Simplified flowchart of the krill herd algorithm. 
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5. RESULTS AND ANALYSIS 
In this section, the performances of the investigated system are resolved in the time domain analysis. 
The responses of different compounds of the system are presented with optimum gains PID controller based 
GA, PSO, and KH. All quantities used in the plots of this section are taken in per unit (p.u.). It presents also 
the comparison amongst the performances of the controller structure using three optimization methods and 
their robustness against disconnecting FESS. The objective function is used to adjust all controllers’ gains 
and settings dynamically to minimize the frequency and power deviation. 
 
5.1. Performance of the proposed  system in the nominal condition 
The investigated configuration is run under the normal conditions and the results are shown as in the 
following figures. The best solutions for objective function obtained by different optimization techniques are 
reported in Table 2. 
 
Table 2. Best PID controllers using PSO, GA, and KH 
Methods/ 
controller 
𝑲𝑷 𝑲𝑰 𝑲𝑫 
KH 6.3937 3.7218 6.4380 
AG 4.6867 4.9998 0.4880 







Figure 7. Power generation of the WTGs, PV and total power 
 
The WTGs and PV generators are considered the principal sources to generate power. A part from 
this power is sent to the AE to generate available hydrogen used as fuel by the FCs system. The system 
frequency deviation Δf is also influenced by the abrupt change in the generated power 
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Power generation with different compounds of microgrid 
  
  
Figure 8. Output powers of the different components of the Microgrid system. 
It can be noted that the diesel generator and fuel-cell system used to supply the load power. This 
shows that the oscillations are greatly reduced using the proposed PID controller based KH algorithm. Then 
the particle Swarm Optimization technique reduces the fluctuation better in comparison to the Genetic 
Algorithm. However, it enhances the damping characteristics of the power system and shows best 
performances of the proposed system.   
This bellow figure presents the power and frequency deviation using three optimization techniques 
like GA, PSO, and KH with the best PID controller parameter. 
  
Figure 9. Frequency deviation, and power deviation of the investigated system with best obtained PID 
controllers 
 
The frequency deviation (∆f) and power variation (∆P) corresponding to the best-obtained 
parameters of the proposed controller are displayed in Figure 9. These simulation results show that the 
frequency and power deviations change according to the sudden change in both generate power and load. It is 
necessary to note that the controller works to meet the equality between the load and generation with the 
impact of the weather conditions on the generated power from wind and photovoltaic systems. The 
fluctuation of frequency and power seriously influences the microgrid stability. 
Hence compared to the PID controller optimized using GA, PSO, and KH; it shows that  KH based 
PID controller greatly enhances the system stability and damping performance for frequency and power 
deviation compared to GA and PSO tuning PID controller. It is also proved from the shown result that the 
Particle Swarm Optimization algorithm gives better performances of the system frequency and power control 
compared to the Genetic Algorithm 
 
5.2. Robustness Test against Disconnecting Energy Storage System 
For testing the robustness of the proposed PID controller by disconnecting FESS, the system is 
simulated with and without FESS using PID based KH. This component is considered to have a considerable 
effect on the proposed system. The performance is better with energy storage devices. Figure 10 and Figure 
11 show that the disconnecting energy storage system has a higher impact on system performance.   
IJEEI ISSN: 2089-3272  
 
Frequency Control of Microgrid with Renewable Generation using PID Controller… (M Regad et al) 
31 
         
Figure 10. Frequency and Power deviation with disconnecting FESS 
 
    
 
Figure 11. Power generated by different components without FESS 
 
From the above simulation, Figure.10 and Figure 11 show the effect impact of FESS and BESS on 
frequency and power deviations and the robustness of proposed PID controller based Krill Herd against the 
changing in loads and generation power. 
 
6. Conclusion  
This study proposes the frequency control scheme using a PID controller for eliminating the 
Microgrid frequency fluctuation caused by the disturbances in power generation and load. This proposed 
controller offers the advantage of reducing the power fluctuation and gives the best performance to the 
microgrid system. Parameters of the PID controller are tuned using Particle Swarm Optimization, Genetic 
Algorithm, and Krill Herd algorithms. The Krill Herd technique is better than the PSO and GA in the quality 
of the solution and giving faster convergence. Simulation results show that the KH algorithm optimizes the 
PID controller parameters is robust in operation and improves the damping performance of frequency and 
power deviation system compared to GA and PSO tuning PID controller. Using a PID controller based 
optimization techniques in the system leads to the enhancement of system stability and robustness as 
aforementioned in this paper. 
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